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R=3,88m
H=1289.515
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SEWER PUMPSTATION 1
2 x 7.5kW Motors
1 x duty, 1x standby

SEWER TREATMENT PLANT
Total Load = 100kW

BOREHOLE WIG 1
4.0kW Motor

BOREHOLE WIG 2
0.75kW Motor

BOOSTER PUMPSTATION 1
2 x 11kW Motors
1 x duty, 1x standby

BOREHOLE WIG 4
3.0kW Motor

BOREHOLE WIG 3
7.5kW Motor

MS-SERVICES
200 kVA

BOOSTER PUMPSTATION 2
2 x 11kW Motors
1 x duty, 1x standby

MK 52

MK 44

To switching room - hotel
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